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TESTING APPARATUS PUMPS

    5.01  PURPOSE

           A.  To provide policy and guidelines relative to testing

               Fire Department engines.

           B.  To establish a standard procedure for the annual

               testing of fire apparatus pumps.

    5.02   POLICY

           All Fire Department apparatus pumps shall be tested once

           each year and after any major repairs. This testing of

           pumps shall be the "Annual Service Test."

    5.03   RESPONSIBILITY

A. It  shall be the responsibility of the Assistant Chief of Operations to insure that the Annual Service Tests  are performed on all pumper apparatus. He/she shall schedule the testing of the pumper apparatus and coordinate with Springfield Fire Training Div. for the availability of their draft pit.

B. It shall be the responsibility of the Assistant Chief of 

               Operations to insure the Annual Service Test and all the 

               required documentation is completed.

C. It shall be the responsibility of the Assistant Chief of Operations to ensure that the Annual Service Test is performed in accordance with the procedures and standards set forth within this policy.

    5.04   PROCEDURES

A. All tests shall be performed at a suitable drafting

   pit and tests performed at draft.

B. All tests shall be performed in accordance to

   specifications and procedures set forth in  N.F.P.A.

   Pamphlet #l90l.

C. All main pumps on fire apparatus shall be tested.

D. Minimum Annual Service Test shall consist of:

i. A drafting test.

ii. A capacity test at l50 psi net pump pressure for

         twenty (20) minutes.

iii. A 70% capacity test at 200 psi net pump pressure


   for ten (l0) minutes.

iv. A 50% capacity test at 250 psi net pump pressure

         for ten (l0) minutes.

v. Relief valves shall be tested during each test


   period.

E. The entire Annual Service Test shall be re-instituted

   should a failure occur on any one test resulting in

   repairs to the apparatus.

F. A written record shall be maintained of all Annual

   Service Test on all pumping apparatus. 
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